gg ap and abandon in place General Notes:
§§ g 1 All water outages must be scheduled in advance with COR . All refilled water line
;% a sections will be disinfected per AWWA and VA specifications before going in service.

Concrete stop’ block Concrete stop block

2 Aradar ground penetration test is to be conducted to identify the waterline location from
Tie into water loop” 8 | ><u_ R building 5 to building 7 areas along a survey route marked on the drawings. Provide
- results on As-Built drawing annotating locations, lengths and depths of loop.

3 It is the contractors responsibility to repair or replace any property damaged
by the contractor during construction.

4 During actual construction work, contractor is required to barricade each work area
$ with safety fence and/or cones and display signage to maintain patient and employee safety.

5 ﬁ a 5 Contractor must provide port-a-john for workers. Placement must be COR approved.
|
n

) Contractors are not allowed to use facility canteen or restrooms.
Security Perimeter Road o B o )
6 If utilities are damaged by the contractor, the utility owner shall be notified immediately.

7 The contractor shall initiate, maintain and supervise all safety requirements

Fire precautions and programs in connection to and required of the contract work.
pump

eplace g 8 Provide a minimum cover of 3 FT 6 IN for water piping.

Replace ) . 9 Contractor to supply VA with Schedule and procedure on how work is going to be accomplished
Replace fire main valve

Fire hose connection point

Replace Replace

®®

Water
Meter

Tie into water loop

. Demolition Notes:
City

Water

1 All demo materials will be removed by the contractor. A contractor supplied dumpster
must be located with prior COR approval.

2 Contractor shall sufficiently expose subsurface utilities and structures in advance of all
proposed work to promote safe reliable installation of all waterline hardware.

3 Other existing or unmarked utilities in the area of work must be located and marked prior to
construction by the contractor. Any damage to unidentified utilities will be repaired
to the satisfaction of the utility owner at no cost to the government.
) 4 Contractor is responsible for protecting open excavations during the construction period.
See Pump House Detail Temporary pumps for stormwater evacuation may be necessary for deeper excavations.

0 @ 5 Contractor shall disturb only the necessary amount of grass, soil, concrete or asphalt to
complete required valve installation and removal work.

Pump house detail
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Construction Notes:

@ Install new 8" C900 line into and out of pump house as shown.
Abandon in place section shown.

Replace existing valves and couplings with new 8" C900 compatible gate valves and couplings.
Replace existing Valves with 2" ball valves and compression couplings.

Remove 8" Gate Valve and replace with 8" C900 compatible compression couplings and pipe.
Install new 8" Gate Valve at exact location determined by COR and VA Maintenance Shop.
Replace 2 Valves with new 8" Gate Valves compression fittings and float inside reservoir tank.

6
8.
o™ Replace Flange Valves inside Pump House with equivalent" Valves and Couplings.
Install new 8" C900 line between water loop and incoming water line along with 1 - 8"

Gate valve, coupling and 2 - 8" Tees.

@OEOEEOE

Legend:
Water line to be abandoned in place.
Indicates capped water line.
Water line valve.
Fire hydrant.

Concrete stop block

O—o—Q  Side walk lights
GPRT

Existing 8" water line, valves, tees, elbow (everything) to be identified by ground penetrating radar
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